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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES  
 
The following drawings are amended to read:  
 
1.   Drawing R-P-WB-64/098, coordinate C3.  Add upper slab thickness of "8 inches". 
 
2. Drawing R-P-WB-64/098, coordinate C3.  Add distance between top of upper slab and top of wall of "12 

inches". 
 
3.   Drawing Sheet 59 of 83 Coord C-6: 
 
      Change all instances of "2-Jan" in Conduit column of Equipment Schedule to "2-in". 
 
4.   Drawing Sheet 59 of 83 Coord D-6: 
 
      Change "8-Jan" in Ckt column of the Equipment Schedule to "8". 
 
5.   Drawing R-P-WB-64/004: Coordinates A-5, Add note to Stockpile Area,  
  
            "Stockpile maximum top elevation shall be 973.5 with 1V on 3H side slopes.  Side 
 slopes must start at a minimum of 10 ft. from edge of work limits." 
 
6. Drawings R-P-WB-64/002 & R-P-WB-64/013:  
  
             Add Note - The Stage 1 Work Limits 
 shall start at station B 8+00 and end at station C 60+00. 
 
These paragraphs are changed as shown below: 
 
SECTION 16415, page 46 
 
3.17.2 Installation of Government-Furnished Equipment 
 
Contractor shall be responsible for installation and connection of all 
Government-furnished equipment. This includes installation and mounting, connection of power and control wiring, 
and all required interconnections. Government-furnished equipment shall include, but not be limited to the 
following: 
 
a. Electrical generator. 
b. Pump motors. 
 
 
 
SECTION 16415, Page 30. 
 
2.14.2 Motor Starters 
Combination starters shall be provided with fusible switches. 
 
Change to read: 
 
2.14.2 Motor Starters  
Combination starters shall be provided with fusible switches. See 
SECTION 16920 for pump motor starter requirements. 
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Section 02630, paragraph 3.5.1.  
 
Change the last sentence of this paragraph to read as follows: "Storm sewer pipe connections to concrete manholes 
and inlets shall be made with mortar.". 
  
 
 
 
Attached are drawing changes regarding Soil  Boring Logs.  Drawing numbers are as follows: 
 
R-P-WB-10/003 Sht 2 of 3 
R-P-WB-10/004 Sht 3 of 3 
R-P-WB-10/002 Sht R1 of R25 
R-P-WB-10/003 Sht R2 of R25 
 
 
(End of Summary of Changes)  
 










